
Marine Dr Station Roper PRV Stevens Station Stayte Station

Chloroform mg/L 0.001 <0.001 <0.001 <0.001 <0.001 25-Apr-19

Bromodichloromethane mg/L 0.001 <0.001 <0.001 <0.001 <0.001 25-Apr-19

Dibromochloromethane mg/L 0.001 <0.001 <0.001 <0.001 <0.001 25-Apr-19

Bromoform mg/L 0.001 <0.001 <0.001 <0.001 <0.001 25-Apr-19

Total THMs mg/L 0.001 <0.001 <0.001 <0.001 <0.001 25-Apr-19

Dibromofluoromethane % 50-140 120 126 126 121 25-Apr-19

Toluene-d8 % 50-140 103 103 102 102 25-Apr-19

Bromofluorobenzene % 50-140 101 94 96 96 25-Apr-19

Monochloroacetic Acid ug/L 2.0 <2.0 <2.0 <2.0 <2.0 25-Apr-19

Monobromoacetic Acid ug/L 2.0 <2.0 <2.0 <2.0 <2.0 25-Apr-19

Dichloroacetic Acid ug/L 2.0 <2.0 <2.0 <2.0 <2.0 25-Apr-19

Bromochloroacetic Acid ug/L 2.0 <2.0 <2.0 <2.0 <2.0 25-Apr-19

Dibromoacetic Acid ug/L 2.0 <2.0 <2.0 <2.0 <2.0 25-Apr-19

Trichloroacetic Acid ug/L 2.0 <2.0 <2.0 <2.0 <2.0 25-Apr-19

Total HAA6 ug/L 2.0 <2.0 <2.0 <2.0 <2.0 25-Apr-19

Chloroform mg/L 0.001 <0.001 <0.001 <0.001 <0.001 22-Jul-19

Bromodichloromethane mg/L 0.001 <0.001 <0.001 <0.001 <0.001 22-Jul-19

Dibromochloromethane mg/L 0.001 <0.001 <0.001 <0.001 <0.001 22-Jul-19

Bromoform mg/L 0.001 <0.001 <0.001 <0.001 <0.001 22-Jul-19

Total THMs mg/L 0.001 <0.001 <0.001 <0.001 <0.001 22-Jul-19

Dibromofluoromethane % 50-140 128 126 129 129 22-Jul-19

Toluene-d8 % 50-140 99 99 99 99 22-Jul-19

Bromofluorobenzene % 50-140 97 96 98 95 22-Jul-19

Monochloroacetic Acid ug/L 2.0 <2.0 <2.0 <2.0 <2.0 22-Jul-19

Monobromoacetic Acid ug/L 2.0 <2.0 <2.0 <2.0 <2.0 22-Jul-19

Dichloroacetic Acid ug/L 2.0 <2.0 <2.0 <2.0 <2.0 22-Jul-19

Bromochloroacetic Acid ug/L 2.0 <2.0 <2.0 <2.0 <2.0 22-Jul-19

Dibromoacetic Acid ug/L 2.0 <2.0 <2.0 <2.0 <2.0 22-Jul-19

Trichloroacetic Acid ug/L 2.0 <2.0 <2.0 <2.0 <2.0 22-Jul-19

Total HAA6 ug/L 2.0 <2.0 <2.0 <2.0 <2.0 22-Jul-19

Chloroform mg/L 0.001 <0.001 <0.001 <0.001 <0.001 7-Oct-19

Bromodichloromethane mg/L 0.001 <0.001 <0.001 <0.001 <0.001 7-Oct-19

Dibromochloromethane mg/L 0.001 <0.001 <0.001 <0.001 <0.001 7-Oct-19

Bromoform mg/L 0.001 <0.001 0.001 0.001 0.002 7-Oct-19

Total THMs mg/L 0.001 <0.001 0.001 0.001 0.002 7-Oct-19

Dibromofluoromethane % 50-140 102 103 103 101 7-Oct-19

Toluene-d8 % 50-140 96 97 97 99 7-Oct-19

Bromofluorobenzene % 50-140 96 99 96 101 7-Oct-19

Monochloroacetic Acid ug/L 2.0 <2.0 <2.0 <2.0 <2.0 7-Oct-19

Monobromoacetic Acid ug/L 2.0 <2.0 <2.0 <2.0 <2.0 7-Oct-19

Dichloroacetic Acid ug/L 2.0 <2.0 <2.0 <2.0 <2.0 7-Oct-19

Bromochloroacetic Acid ug/L 2.0 <2.0 <2.0 <2.0 <2.0 7-Oct-19

Dibromoacetic Acid ug/L 2.0 <2.0 <2.0 <2.0 <2.0 7-Oct-19

Trichloroacetic Acid ug/L 2.0 <2.0 <2.0 <2.0 <2.0 7-Oct-19

Total HAA6 ug/L 2.0 <2.0 <2.0 <2.0 <2.0 7-Oct-19
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