
TC E-coli

MPN / 100 ml MPN / 100 ml

1300 Blk. Merklin Street 20-Jan-15 <1 <1 Due to customer concern

Well #6 - Merklin 20-Feb-15 <1 <1 1st set – Well #6 is not in service

Well #6 - Merklin 23-Feb-15 <1 <1 2nd set – Well #6 is not in service

1400 Blk. Best Street 26-Feb-15 <1 <1 Due to customer concern

1400 Blk. Foster Project 31-Mar-15 <1 <1 New water main project – 1st set

Well #6 - Merklin 1-Apr-15 <1 <1 Well is under redevelopment 

Foster & Thrift Avenue 1-Apr-15 <1 <1 2nd set – Water main

Marine Drive and Finlay 15-Apr-15 <1 <1 Due to main break

15000 Blk. Buena Vista Ave. 22-Apr-15 <1 <1 New 4” service line

1100 Blk. Lee Street 22-May-15 <1 <1 Water main repair - NIS
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Non Routine Water Quality Results for Source and Distribution Water


